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L �i �f�e � �S�a �f�e �t�y� �P�l �a �n � �S�h �e �e �t� �# �:� A0.2!
!
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CASWELL COUNTY!
REST AREA
US 29!
PELHAM, NC

[  ] City/County!
[  ] City

[  ] Private!
[  ] County

[ X ] State!
[ X ] State

Name Of Project:!
Address:!
Proposed Use:!
Owner Or Authorized Agent:!
!
Owned By:!
Code Enforcement Jurisdiction:

CASWELL COUNTY REST AREA!
US 29 PELHAM, NC!
RESTROOM BUILDING!
Weeks Turner Architecture           Phone: (919) 779-9797 !
Raleigh, NC E-mail  ganderson@weeksturner.com   

NC DEPT. OF INSURANCE !
2012 APPENDIX B BUILDING CODE SUMMARY NC

DESIGNER!
Architectural:!
Civil!
Electrical:!
Fire Alarm:!
Plumbing:!
Mechanical:!
Sprinkler - Standpipe:!
Structural:!
Retaining Walls > 5' High!
Other:

FIRM!
Weeks Turner Architecture!

---!
Burke Design Group!

---!
Burke Design Group!
Burke Design Group!

---!
---!
---!
---

NAME!
Ginger S. Anderson!

---!
Benjamin E. Burke!

---!
Benjamin E. Burke!
Benjamin E. Burke!

---!
---!
---!
---

LIC. #!
11075!

---!
22038!

---!
22038!
22038!

---!
---!
---!
---

TELEPHONE!
(919) 779-9797!

---!
(919) 771-1916!

---!
(919) 771-1916!
(919) 771-1916!

---!
---!
---!
---

E-MAIL!
ganderson@weeksturner.com!

---!
benburke@nc.rr.com!

---!
benburke@nc.rr.com!
benburke@nc.rr.com!

---!
---!
---!
---

LEAD DESIGN PROFESSIONAL: WEEKS TURNER ARCHITECTURE, PA

2012 EDITION OF NC CODE FOR: [    ] New Construction  [  ] Addition [   ] Upfit              !
EXISTING:    [  ] Reconstruction          [ X  ] Alteration [  ] Repair!
CONSTRUCTED      ORIGINAL USE  RESTROOMS!
RENOVATED______    CURRENT USE RESTROOMS PROPOSED USE RESTROOMS

BUILDING DATA
CONSTRUCTION TYPE:!
!
MIXED CONSTRUCTION:!
SPRINKLERS:!
STANDPIPES:!
FIRE DISTRICT:!
BUILDING HEIGHT:!
MEZZANINE:

[  ] I-A       [  ] II-A      [  ] III-A [  ] IV [  ] V-A      !
[  ] I-B       [  ] II-B      [   ] III-B [ X ]V-B!
[ X ] NO      [  ] YES             TYPES: _______!
[ X ] NO      [  ]  PARTIAL    [  ] YES      [  ] NFPA 13          [  ] NFPA 13R           [  ] NFPA 13D!
[ X ] NO      [  ] YES     CLASS    [  ]I           [  ] II           [  ] III         [  ] WET   [  ] DRY!
[ X ] NO      [  ] YES     FLOOD HAZARD AREA:       [ X ] NO       [  ] YES!
22 FEET                     NUMBER OF STORIES:    1         !
[ X ] NO      [  ] YES  

---!
---!
---!
0!
---!

0 SF

GROSS BUILDING AREA EXISTING (SF)            PORCH (SF)                TOTAL                NEW
3RD FLOOR!
2ND FLOOR!
MEZZANINE!
1ST FLOOR!
BASEMENT !
TOTAL                                                                                                  

ALLOWABLE AREA: 
PRIMARY OCCUPANCY:
[  ] ASSEMBLY [  ] A-1 [  ] A-2 [  ] A-3 [  ] A-4 [  ] A-5!
[ X ] BUSINESS                   !
[  ] EDUCATIONAL!
[  ] FACTORY-INDUSTRIAL [  ] F-1 Moderate           [  ] F-2  Low!
[  ] HIGH-HAZARD [  ] H-1 Detonate    [  ] H-2  Deflagrate    [  ] H-3  Combust    [  ] H-4  Health    [  ] H-5  HPM!
[  ] INSTITUTIONAL [  ] I-1 [  ] I-2 [  ] I-3 [  ] I-4       !

I-3  CONDITION     [  ] 1    [  ] 2    [  ] 3    [  ] 4    [  ] 5!
[  ] MERCANTILE!
[  ] RESIDENTIAL [  ] R-1 [  ] R-2 [  ] R-3 [  ] R-4      !
[  ] STORAGE   [  ] S-1 Moderate           [  ] S-2  Low           [  ] HIGH-PILED!
[  ] UTILITY AND MISC [  ] PARKING GARAGE [  ] OPEN               [  ] ENCLOSED               [  ] REPAIR!
 !
SECONDARY OCCUPANCY:       STORAGE (S-1)!
!
SPECIAL OCCUPANCY: [  ] 402   [  ] 403   [  ] 404   [  ] 405   [  ] 406   [  ] 407   [  ] 408   [  ] 409  [  ] 410   [  ] 411   !   !

[  ] 412   [  ] 413   [  ] 414   [  ] 415   [  ] 416   [  ] 417   [  ] 418   [  ] 419  [  ] 420   [  ] 421!
!
SPECIAL PROVISIONS: [  ] 508.2    [  ] 508.3      [  ] 508.4      [  ] 508.5      [  ] 508.6      [  ] 508.7      [  ] 508.8  !
!
MIXED OCCUPANCY:  [  ] NO       [ X ] YES      SEPARATION: --- HR.    EXCEPTION:  ---               !
 !
[  ] Incidental Use Separation (508.2)!

This separtation is not exempt as a Non-Separated Use (see exceptions)!
!
[ X ] Non-separated Mixed Occupancy (508.3.2)!

The Required Type Of Construction For The Building Shall Be Determined By Applying The Height And Area 
Limitations For Each Of The Applicable Occupancies To The Entire Building. The Most Restrictive Type Of 
Construction, So Determined, Shall Apply To The Entire Building!

 !
[  ] Separated Mixed Occupancy (508.3.3) - See Below For Area Calc.!

For Each Story, The Area Of The Occupancy Shall Be Such That The Sum Of The Ratios Of The Actual Floor Area 
Of Each Use Divided By The Allowable Floor Area For Each Use Shall Not Exceed 1.!

!
ACTUAL AREA OF OCCUPANCY A      + ACTUAL AREA OF OCCUPANCY B        <  1!
ALLOWABLE AREA OF OCCUPANCY A ALLOWABLE AREA OF OCCUPANCY B    !
           !
 _______________________                      +     ______________________     +     ------          <  1.00

1. Open Space Area Increases From Section 506.2 Are Competed Thus:!
       A.   Perimeter Which Fronts A Public Way Or Open Space Having 20 Ft Min. Width = 198 (F).!
       B.   Total Building Perimeter              =  198   (P).!
       C.   Ratio (F/P) = 1               (F/P).!
       D.   W= Minimum Width Of Public Way  = 30         (W).!
       E.   Percent Of Frontage Increase IF  = 100 [ F/P - 0.25] X W/30  =  75    (%).!
2. The Sprinkler Increase Per Section 506.3 Is As Follows:!
       A.   Multi-story Building IS  = 200 %!
       B.   Single Story Building IS = 300%!
3. Unlimited Area Applicable Under Conditions Of Sections Group B, F, M, S, A-4  (507); !
    Group A Motion Picture (507.9); Malls (402.6); And H-2 Aircraft Paint Hangers (507.7)!
4. Max. Building Area = Total No. Of Stories In The Building X E But Not Greater Than 3 X E. (506.4)!
5. The Maximum Area Of Parking Garages Must Comply With 406.3.5. The Maximum Area Of Air !
    Traffic Control Towers Must Comply With 412.1.2.

1!
1!
---

BUSINESS!
STORAGE!

---

9,000!
9,000!

---

6,750!
6.750!

---

---!
---!
---

15,750!
15,750!

---

31,500!
15,750!

---

            (A)                    (B)                       (C)                     (D)                     (E)                    (F)                               !
  STORY   DESCR'N       BLDG AREA     TABLE 503 5     AREA FOR          AREA FOR      ALLOWABLE      MAXIMUM!
  NO.     AND USE       PER STORY         AREA          OPEN SPACE      SPRINKLER       AREA OR         BUILDING!
                                          (ACTUAL)                                 INCREASE 1       INCREASE 2     UNLIMITED 3        AREA 4

ALLOWABLE HEIGHT
TYPE OF CONSTRUCTION:     TYPE  VB

_______________________________________________________________________________________________
ALLOWABLE!
(TABLE 503)!

!
40  (FT)!
1  (STORIES)

!
!
!
BUILDING HEIGHT IN FEET!
BUILDING HEIGHT IN STORIES

INCREASE !
FOR SPRINKLERS!
!
--- (H +20')!
--- (STORIES + 1)

SHOWN!
ON PLANS!
!
22  (FT)!
1  (STORIES)

CODE!
REFERENCE!
!
---!
---

NC DEPT. OF INSURANCE !
2012 APPENDIX B BUILDING CODE SUMMARY CONTINUED    

STRUCTURAL FRAME,!
INCLUDING COLUMNS!
GIRDERS, TRUSSES              !
BEARING WALLS                      !
      EXTERIOR                       !

NORTH!
EAST!
WEST!
SOUTH!

       INTERIOR!
NONBEARING WALLS !
AND PARTITIONS!
       EXTERIOR                        !

NORTH              !
EAST                !
WEST           !
SOUTH             !

       INTERIOR WALL & PARTITIONS                          !
FLOOR CONSTRUCTION!
      INCLUDING SUPPORTING!
      BEAMS AND JOISTS         !
ROOF CONSTRUCTION!
      INCLUDING SUPPORTING!
      BEAMS AND JOISTS         !
SHAFTS ENCLOSURES-EXIT                           !
SHAFTS ENCLOSURES-OTHER                       !
CORRIDOR SEPARATION       !
OCCUPANCY SEPARATION     !
PARTY/FIRE WALL SEPARATION                          !
SMOKE BARRIER SEPARATION                  !
TENANT SEPARATION!
INCIDENTAL USE SEPARATION   

FIRE!
SEP'N!
DIST.!
(FT)

DETAIL #!
AND !
SHEET #

DES. #!
FOR !
RATED !
ASS'Y

DES. # !
FOR!
RATED !
PENET'N

DES. #!
FOR !
RATED !
JOINTS

0!
!
!
0!
0!
0!
0!
---!
!
!
!

---!
---!
---!
---!
---!
---!
!
!
0!
!
!

---!
---!
---!
---!
---!
---!
---

RATING !
PROV'D!
(W/ ----*!
REDUCTION)

LIFE SAFETY PLAN   SHEET #  (IF PROVIDED)                                       
BUILDING ELEMENT  RATING!

REQ'D  

FIRE PROTECTION REQUIREMENTS

---!
!
!

---!
---!
---!
---!
---!
!
!
!

---!
---!
---!
---!
---!
---!
!
!

---!
!
!

---!
---!
---!
---!
---!
---!
---

---!
!
!

---!
---!
---!
---!
---!
!
!
!

---!
---!
---!
---!
---!
---!
!
!

---!
!
!

---!
---!
---!
---!
---!
---!
---

---!
!
!

---!
---!
---!
---!
---!
!
!
!

---!
---!
---!
---!
---!
---!
!
!

---!
!
!

---!
---!
---!
---!
---!
---!
---

---!
!
!

---!
---!
---!
---!
---!
!
!
!

---!
---!
---!
---!
---!
---!
!
!

---!
!
!

---!
---!
---!
---!
---!
---!
---

---!
!
!

---!
---!
---!
---!
---!
!
!
!

---!
---!
---!
---!
---!
---!
!
!

---!
!
!

---!
---!
---!
---!
---!
---!
---

       *INDICATE SECTION NO. PERMITTING REDUCTION

---!
!
!

MORE THAN 30'!
MORE THAN 30'!
MORE THAN 30'!
MORE THAN 30'!

---!
!
!
!

---!
---!
---!
---!
---!
---!
!
!

---!
!
!

---!
---!
---!
---!
---!
---!
---

EMERGENCY LIGHTING:!
EXIT SIGNS:!
FIRE ALARM: 

[ X ] YES   [  ] NO!
[ X ] YES   [  ] NO!
[  ] YES   [ X ] NO

[  ] YES   [ X ] NO!
[  ] YES   [ X ] NO

SMOKE DETECTION SYSTEMS:!
PANIC HARDWARE: 

LIFE SAFETY SYSTEM REQUIREMENTS

LIFE SAFETY PLAN REQUIREMENTS

BUILDING OCCUPANCY CATEGORY!
!
ROOF DEAD LOAD!
ROOF LIVE LOAD!
CEILING DEAD LOAD!
CEILING LIVE LOAD!
FLOOR LIVE LOAD (Uniform)!
FLOOR LIVE LOAD (Concentrated)!
!
SNOW LOAD DATA:!
   GROUND SNOW LOAD!
   SNOW EXPOSURE FACTOR!
   SNOW LOAD IMPORTANCE FACTOR!
   THERMAL FACTOR!
   FLAT ROOF SNOW LOAD!
   ROOF SLOPE FACTOR!
   PITCHED ROOF SNOW LOAD!
!
WIND LOAD DATA:!
   DESIGN WIND SPEED (ASCE 7-05)!
   WIND IMPORTANCE FACTOR!
   WIND EXPOSURE!
   INTERNAL PRESSURE COEFFICIENTS!
NBL BUILDING:!
   WIND BASE SHEAR (x-x DIRECTION)!
   WIND BASE SHEAR (y-y DIRECTION)!
   CORNER ZONE BOUNDARY DIST. "a" FOR C/C WIND

EXISTING TO REMAIN - NO CHANGES TO STRUCTUREDESIGN LOADS:  

II!
!

--- PSF!
--- PSF!
--- PSF!
-- PSF!

100PSF!
2000 LBS!

!
!

--- PSF!
---!
---!
---!

--- PSF!
---!
---!
!
!

100 MPH!
---!
---!
---!
!

--- KIPS!
--- KIPS!
--- FT

GENERAL NOTES!
!
I: FOR THIS PROJECT: !
!
A) THE ARCHITECTS SCOPE OF WORK DOES INCLUDE CONSTRUCTION OBSERVATION.  !
!
THE CONTRACTOR IS IN CHARGE OF THE WORK AND COMPLIANCE WITH THESE 
CONSTRUCTION DOCUMENTS IS THE SOLE RESPONSIBILITY OF THE CONTRACTOR.   THE 
ARCHITECT WILL BEAR NO RESPONSIBILITY FOR FAILURE OF THE CONTRACTOR TO FULLY 
COMPLY WITH ALL CONSTRUCTION DOCUMENTS. !
!
USE OF THESE CONTRACT DOCUMENTS WILL CONSTITUTE AGREEMENT BY THE 
CONTRACTOR TO THESE CONDITIONS. !
!
!
B) "THE GENERAL CONDITIONS OF THE CONTRACT FOR THE CONSTRUCTION OF THE 
BUILDINGS" OF THE AMERICAN INSTITUTE OF ARCHITECTS DOCUMENT A-201,  LATEST 
EDITION, ARE HEREBY MADE  PART OF THE CONTRACT DOCUMENTS. IN THE  EVENT OF A 
CONFLICT, THESE GENERAL NOTES AND CONTRACT SUPERSEDE "AIA DOCUMENT A-201".!
!
II: ALL WORK UNDER THIS CONTRACT SHALL:!
!
A) CONFORM TO STATE, LOCAL AND NATIONAL CODES AND ORDINANCES AS ARE 
APPLICABLE TO THE WORK INCLUDING BUT NOT LIMITED TO THE NORTH CAROLINA STATE 
BUILDING CODE, THE AMERICANS WITH DISABILITIES ACT (ADA), NATIONAL ELECTRIC 
CODES, ASTM SPECIFICATIONS, AND OSHA SAFETY REGULATIONS. !
!
B) COMPLY WITH ALL LAWS, ORDINANCES, CODES, RULES AND REGULATIONS PERTAINING 
TO ENVIRONMENTAL PROTECTION (EPA). THE COST OF ALL REQUIRED INSPECTIONS AND 
PERMITS SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR.!
!
III: UNLESS OTHERWISE DIRECTED BY THE ARCHITECT, !
THE CONTRACTOR SHALL: !
!
A) SUPPLY AND PAY FOR ALL LABOR, TRANSPORTATION, MATERIALS, TOOLS, APPARATUS, 
LIGHTS, POWER, HEAT, SANITARY FACILITIES, WATER, SCAFFOLDING, AND INCIDENTALS 
NECESSARY FOR THE COMPLETION OF HIS WORK. !
!
B) INSTALL, MAINTAIN AND REMOVE ALL EQUIPMENT, OTHER UTENSILS OR THINGS USED 
FOR THE CONSTRUCTION PRIOR TO TURNING OVER THE PROJECT., IF SUCH ITEMS ARE 
LEFT AFTER COMPLETION OF THE PROJECT, THEY SHALL BECOME PROPERTY OF THE 
OWNER. THE OWNER MAY PROMPTLY DISPOSE OF SUCH ITEMS, AND WILL NOT BE SUBJECT 
TO CLAIMS OF THE CONTRACTOR RESULTING FROM SUCH DISPOSITION.!
!
C) CONSTRUCT IN THE BEST AND PROFESSIONAL MANNER, A COMPLETE JOB AND 
EVERYTHING INCIDENTAL THERETO, AS SHOWN OR REASONABLY IMPLIED FROM THE 
PLANS, ALL WORK SHALL BE COMPLETED IN ACCORDANCE WITH THE CONTRACT 
DOCUMENTS.!
!
D) VERIFY ALL DIMENSIONS AND CONDITIONS PRIOR TO PROCEEDING WITH THE WORK AND 
NOTIFY THE ARCHITECT IN WRITING OF ANY DISCREPANCIES DISCOVERED  OR LACK OF 
REQUIRED INFORMATION TO REQUEST CLARIFICATION.  IF THE CONTRACTOR OBSERVES 
THE CONTRACT DOCUMENTS TO BE CONTRARY TO GOVERNING LAWS, ORDINANCES, 
CODES, RULES AND REGULATIONS OR OTHERWISE QUESTIONABLE CONDITIONS, HE SHALL 
PROMPTLY NOTIFY THE ARCHITECT IN WRITING FOR INSTRUCTIONS PRIOR TO PROCEEDING 
WITH THE WORK.!
!
E) KEEP THE BUILDING AND SURROUNDING AREA REASONABLY FREE FROM RUBBISH AT ALL 
TIMES.  AT A MINIMUM, DEBRIS SHALL BE REMOVED FROM THE SITE ON A WEEKLY BASIS OR 
AS DIRECTED BY PROJECT EXPEDITOR. !
!
F) LOCATE ALL EXISTING UTILITIES.  THE CONTRACTOR MAY NOT INTERFERE WITH 
ADJACENT UTILITIES UNLESS PRIOR NOTICE AND PERMISSION IS RECEIVED FROM THOSE 
WHO MAY AS A RESULT OF THIS INTERFERENCE BE AFFECTED.!
!
G) PRIOR TO ANY WORK, CALL "NC ONE CALL CENTER" @ 800-632-4949 AND OTHER 
LOCATING SERVICES AS TO CONFIRM LOCATION OF UTILITIES. !
!
H) PRIOR TO FINAL INSPECTION AND ACCEPTANCE OF THE BUILDING, EACH CONTRACTOR 
SHALL CLEAN HIS PORTION OF THE WORK, INCLUDING GLASS, HARDWARE FIXTURES, 
MASONRY, TILE AND MARBLE (USING NO ACID), CLEAN AND WAX ALL FLOORS AS SPECIFIED, 
AND COMPLETELY PREPARE THE BUILDING FOR USE BY THE OWNER.!
!
I) FILE WITH THE OWNER  CURRENT INSURANCE CERTIFICATIONS IN THE AMOUNTS 
REQUESTED BY THE  OWNER FOR BUILDER'S RISK, WORKMEN'S COMPENSATION, 
COMPREHENSIVE GENERAL LIABILITY, BODILY INJURY AND PROPERTY DAMAGE.  THIS 
INSURANCE SHALL INDEMNIFY THE OWNER AND THE ARCHITECT OF ANY AND ALL COSTS, 
CLAIMS, SUITS AND JUDGEMENTS FOR PROPERTY DAMAGE AND PERSONAL INJURY 
(INCLUDING GENERAL) ARISING OUT OF THE CONTRACTOR'S ACTIONS. !
!
J) PROVIDE ALL NECESSARY SAFETY MEASURES FOR THE PROTECTION OF ALL PERSONS 
OF THE WORK, INCLUDING THE REQUIREMENTS OF THE A.G.C. ACCIDENT PREVENTION 
MANUAL IN CONSTRUCTION AS AMENDED, AND SHALL FULLY COMPLY WITH ALL STATE 
LAWS OR REGULATIONS AND NORTH CAROLINA STATE BUILDING CODE REQUIREMENTS TO 
PREVENT ACCIDENT OR INJURY TO PERSONS ON OR  ABOUT THE LOCATION OF THE WORK.  !
!
K) CLEARLY MARK OR POST SIGNS  WARNING OF HAZARDS EXISTING, AND BARRICADE 
EXCAVATIONS, ELEVATOR SHAFTS, STAIRWELLS AND SIMILAR HAZARDS.  PROTECT 
AGAINST DAMAGE OR INJURY RESULTING FROM FALLING MATERIALS AND MAINTAIN ALL 
PROTECTIVE DEVICES AND SIGNS THROUGHOUT THE PROGRESS OF THE WORK

 WATERCLOSETS LAVATORIES DRINKING FOUNTAINS

EXISTING PARKING TO REMAIN - see DOT site planACCESSIBLE PARKING

LOT OR!
PARKING  AREA!
---!
---!
!
TOTAL

PROVIDED!
---!
---!
!

---

TOTAL #!
ACCESSIBLE!
PROVIDED!

---!
---!
!

---

REQ'D!
---!
---!
!

---

VAN SPACES WITH!
  8' ACCESS AISLE!

---!
---!
!

---

REG.  WITH 5'!
 ACCESS AISLE!

---!
---!
!

---

# OF ACCESSIBLE SPACES PROVIDED
TOTAL # OF SPACES

USE: BUSINESS 4,937 SF/100 = 50 PEOPLE

REQUIRED!
PROVIDED

PLUMBING FIXTURE REQUIREMENT

FEMALE!
1!

10

REGULAR!
---!
1

MALE!
1!
4

ACCESSIBLE!
---!
1

FEMALE!
1!
4

MALE!
1!
4

FAMILY!
RESTROOM!

---!
1

URINALS!
---!
4

DRAWING INDEX

---!
---!
---!

3,599 htd.!
---!

3,599 htd.

---!
---!
---!

4,937!
---!

4,937

---!
---!
---!

1,338!
---!

1,338

4,937 sf!
258 (less than 10%)!

---

VICINTY MAP
SCALE: NTS1

SITE

Dan River

VIRGINIA
NORTH CAROLINA

58

29

1353

700

PELHAM

A0.1!
A0.2!
A0.3!
!
SD01!
SD02!
SD03!
!
A1.1!
A1.2!
A1.3!
A1.4!
A1.5!
A2.1!
A2.2!
A3!
A4!
A5!
!
P1!
P2!
P3!
P4!
P5!
!
M1!
M2!
M3!
!
E1!
E2!
E3!
E4!
E5!
E6!
E7!
E8

COVER SHEET!
LIFE SAFETY PLAN!
SITE PLAN!
!
SITE DEVELOPMENT PLAN!
SITE LAYOUT DETAILS!
SITE PAVEMENT DETAILS!
!
EXIST. FLOOR PLAN-DEMO!
REV. FLOOR PLAN!
RCP & ROOF PLAN!
FINISH PLAN!
INT. ELEVATIONS & DETAILS!
ELEVATIONS!
ELEVATIONS!
SECTIONS!
SCHEDULES & DETAILS!
DETAILS!
!
PLUMBING SPECIFICATIONS!
EXISTING DEMO PLUMBING PLAN!
DWV PLAN!
SUPPLY PLAN!
RISERS!
!
HVAC SCHUDULES!
EXISTING DEMO HVAC PLAN!
REV. HVAC PLAN!
!
ELECTRICAL LEGENDS/DETAILS!
EXISTING LIGHTING PLAN!
REVISED LIGHTING PLAN!
EXISTING POWER PLAN!
REVISED POWER PLAN!
VENDING AREA/ATTIC ACCESS!
PANEL SCHEDULES/SERIVCE RISER!
ELECTRICAL DETAILS

ENERGY SUMMARY!
!
ENERGY REQUIREMENTS:!
The following data shall be considered minimum and any special attribute required to meet the 
energy code shall also be provided. Each Designer shall furnish the required portions of the project 
information for the plan data sheet. If energy cost budget method, state the annual energy cost 
budget vs allowable annual energy cost budget.!
!
THERMAL ENVELOPE!
!
Method of Compliance:!
[  ] Prescriptive         --- % Glazed Wall Area   !
[  ] Performance  [  ] Energy Cost Budget!
!
Roof/ceiling Assembly (each assembly)!

Description of assembly existing to remain - R-30 batt insulation at attic floor!
U-Value of total assembly _____________________________________________!
R-Value of insulation ________________________________________________!
Skylights in each assembly!

U-Value of skylight ____________________________________________!
Total square footage of skylights in each assembly ___________________!

!
Exterior Walls (each assembly) !

Description of assembly      existing R-19 batt insulation, replace in kind as needed!
U-Value of total assembly  ____________________________________________!
R-Value of insulation ________________________________________________!
Openings (windows or doors with glazing)!

U-Value of assembly 0.32!
Shading coefficient 0.33!
Projection factor 0.40!
Low-e required, if applicable ____________________________________!

Door R-Values ________________________________________________!
!
Walls adjacent to unconditioned space (each assembly)!

Description of assembly na !
U-Value of total assembly  ____________________________________________!
R-Value of insulation ________________________________________________!
Openings (windows or doors with glazing)!

U-Value of assembly __________________________________________!
Low-e required, if applicable ____________________________________!

Door R-Values   ____________________________________________________!
!
Walls below grade (each assembly) !

Description of assembly na !
U-Value of total assembly  ____________________________________________!
R-Value of insulation ________________________________________________!

!
Floors over unconditioned space (each assembly) !

Description of assembly na !
U-Value of total assembly  ____________________________________________!
R-Value of insulation ________________________________________________!

!
Floors slab on grade (each assembly) !

Description of assembly existing to remain !
U-Value of total assembly  ____________________________________________!
R-Value of insulation ________________________________________________!
Horizontal/Vertical requirement  ________________________________________!
Slab heated ________________________________________________________
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LIFE SAFETY PLAN
SCALE: 1/8" = 1'-0"1

REST AREA!
USE: BUSINESS!
1,920 SF/100 = 20 PEOPLE!
!
VISITOR CENTER!
USE: BUSINESS!
1,679 SF/100 = 17 PEOPLE!
!
20 x 0.2" = 4.0" CLEAR EGRESS WIDTH PER 1005.1!
OF NCSBC!
!
SINGLE EXIT PER TABLE 1015.1 (LESS THAN 49 !
PERSONS) & 1014.3 (LESS THAN 100 FT. EGRESS!
TRAVEL) OF NCSBC!
!
DOORS TO HAVE 32" MIN. CLR. PER 404.2.2 OF !
ANSI A117.1!
!
THE CLEAR WIDTH OF INTERIOR ACCESSIBLE!
ROUTE IS 36" MIN. PER 403.5 OF ANSI A117.1

AREAS

1,920 SF EXISTING REST AREA

1,338 SF EXISTING PORCH AREA 

1,679 SF EXISTING VISITOR CENTER

4,937 SF TOTAL AREA

EGRESS REQ. & CODE REF.
68" / 0.2=!

340 PERSON!
MAX.CAPACITY

68" / 0.2=!
340 PERSON!

MAX.CAPACITY
68" / 0.2=!

340 PERSON!
MAX.CAPACITY

10'02'4'6'8'10'

STATE ID# 16-16107-01A!
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EXIST. STREET LIGHT - 35'

EXIST. POST TOP LIGHT - 14'

LEGEND

VENDING SHELTER !
NEW ROOF & PAINT TO!

MATCH BLDG. PARTITIONS TO !
BE RECONFIGURED PER DETAILS!

ON SHEET A5-SEE ALSO!
ELECTRICAL DWGS FOR MORE INFO.

US 29

NC700

EX. WATER!
FEATURE

PICNIC SHELTER!
NEW ROOF & PAINT!

TO MATCH BLDG.-TYP.

REMOVE EXIST. CONC.!
& BRICK PAVERS!

REPLACE PER DOT !
SITE PLAN

SITE PLAN
SCALE: 1" = 20'-0"1

0' 20' 40' 60'

NOTES

NOT ALL SITE LIGHTS INDICATED 
ON PLAN.  THERE ARE (20) 35' 
FIBERGLASS POLES AND (11) 14' 
FIBLEGLASS POLES.!
!
ALL LIGHT POLES TO BE SANDED, 
CLEANED AND PRIMED BEFORE 
APPLYING 2 COATS OF OIL BASED 
EXTERIOR GRADE PAINT. PAINT 
TO MATCH EXIST. LED FIXTURE.!
PROTECT EXIST. LIGHT FIXTURES.!
!
SEE ALSO SITE PLAN BY NCDOT.

EXIST. LIGHT!
SEE NOTES THIS!
SHEET

EXIST. STORAGE BLDGS.!
TO BE PAINTED & NEW !
ROOF & GUTTERS TO MATCH!
REST AREA BLDG.

REMOVE EXIST. CONC.!
& BRICK PAVERS!

REPLACE PER DOT !
SITE PLAN
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5'01'2'3'4'5'EXISTING FLOOR PLAN-DEMO
SCALE: 1/4" = 1'-0"1

REMOVE & PROTECT!
EXIST. WATER FOUNTAIN; !

TO BE REUSED

!EXIST. LIGHT!
TRAYS TO BE!

REMOVED

REMOVE THICK SET MUD!
BED IN ALL 4 TOILET ROOMS!

LEVEL AND PREP FOR!
FLR. FINISH

WALL LEGEND

EXIST. BRICK VENEER WALL TO REMAIN

EXIST. INTERIOR WALL TO REMAIN

TO BE REMOVED

EXIST. 1 HR. RATED WALL!
NOT REQUIRED TO REMAIN RATED

ALL MATERIALS SHALL BE NEW AND OF QUANTITY SPECIFIED, EXCEPT 
WHERE RECLAIMED MATERIAL IS INDICATED FOR USE. WORKMANSHIP SHALL 
AT ALL TIMES BE OF A GRADE ACCEPTED AS THE BEST PRACTICE  OF THE 
PARTICULAR TRADE INVOLVED, AND AS STIPULATED IN WRITTEN 
STANDARDS OF RECOGNISED ORGANIZATIONS OR INSTITUTES  OF THE 
RESPECTIVE TRADES EXCEPT AS EXCEEDED OR QUALIFIED BY THE 
SPECIFICATIONS.!
!
ITEMS RESULTING FROM THE DEMOLITION AND ITEMS WHICH ARE NOT TO BE 
RETURNED TO THE OWNER AS NOTED HEREIN, SHALL BE REMOVED FROM 
THE SITE, AS THE WORK PROGRESSES, AND DISPOSED OF IN A  LEGAL 
MANER. . !
!
THE CONTRACTOR SHALL REVIEW EACH PHASE OF THE WORK PRIOR TO 
PROCEEDING WITH THE WORK AND SHALL NOTIFY THE ARCHITECT IN 
WRITING OF ANY DISCREPANCIES IN THE CONTRACT DOCUMENTS THAT WILL 
RESULT IN CHANGES TO THE WORK.!
!
AREA OUTSIDE OF AREA OF WORK TO REMAIN CLEAR AND CLEAN OF 
DEBRIS, EQUIPMENT ETC. AT ALL TIMES..  

DEMOLITION & CONSTRUCTION NOTES

REMOVE EXISTING INT.!
WALL SHEATHING!

OF THIS ROOM.

REMOVE EXISTING INT.!
WALL COVERING!

THIS ROOM.

REMOVE EXISTING INT.!
WALL SHEATHING!

OF THIS ROOM.

REMOVE EXISTING INT.!
WALL SHEATHING!

OF THIS ROOM.

REMOVE EXISTING INT.!
WALL SHEATHING!

OF THIS ROOM.

REMOVE EXISTING INT.!
WALL SHEATHING!

OF THIS ROOM.

REMOVE EXISTING INT.!
WALL SHEATHING!

OF THIS ROOM.

FLOOR DRAINS TO !
BE RELOCATED-SEE!
PLUMBING DRAWINGS

ROOF PLAN-DEMO
SCALE: NTS2

REMOVE SHINGLES,!
FLASHING , UNDERLAYMENT!

AND GUTTERS-SEE ALSO!
SHEET A1.3

CONC. TO BE!
CUT & REMOVED !
AS NEEDED FOR!
PLUMBING-TYP.

REMOVE EMPTY BOXES!
REPAIR SHEET ROCK-TYP.
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5'01'2'3'4'5'REVISED FLOOR PLAN
SCALE: 1/4" = 1'-0"1

WALL LEGEND

EXIST. BRICK VENEER WALL TO REMAIN

EXIST. INTERIOR WALL TO REMAIN

NEW INTERIOR WALL

FAMILY!
RESTROOM

EXIST. 1 HR. RATED WALL NOT !
REQUIRED TO REMAIN RATED

MEN 1

ELECTRICAL

MEN 2 101

102

103

104

105

LOBBY

WOMEN 1

STORAGE

WOMEN 2
106

107

108

109

110

111

112

113

114

VISITOR!
CENTER

SERVICE!
COUNTER

OFFICE

BREAK!
ROOM

STORAGE

115

1.  CONTRACTOR TO SUPPLY ALL BLOCKING NEEDED 
TO SUPPORT REQUIRED RESTROOM ITEMS UNLESS 
OTHERWISE NOTED OR STATED PER MANF.

FE

ABC FIRE EXTINGUISHER IN 
SEMI-RECESSED CABINET NOT 
LOCKABLE -GLASS DOOR WITH 
STAINLESS STEEL TRIM; HANDLE 48" 
AFF MAX VERIFY LOCATION WITH FIRE 
MARSHALL

NOTES

2.  VERIFY ALL ROUGH OPENING DIMENSIONS WITH 
MANUFACTURERS REQUIREMENTS

3.  SEE SHEETS A1.4 FOR MORE REQ. CLEARANCES  

15" MIN. TYP.

15" MIN. TYP.

LIMITED WORK WITHIN !
VISTOR CENTER!

!
SCOPE:!
-WINDOWS TO BE REPLACED!
-SHEETROCK REPAIRS INCLUDING!
RETAPING SEAMS AT CEILING, !
REPAIRS AT WINDOWS & FIRE!
ALARM DEVICES BEING REMOVED!
-NEW LIGHT FIXTURES

CLERESTORY!
WINDOWS ABOVE!

SEE INSET

CLERESTORY!
WINDOWS ABOVE!

SEE INSET

CLERESTORY WINDOWS
SCALE: 1/4" = 1'-0"2

DORMER WINDOWS!
ABOVE-SEE INSET

DORMER WINDOWS
SCALE: 1/4" = 1'-0"3

NEW RPZ!
SEE P SHEETS

FD

DISPLAY CASE!
SEE DETAIL!
SHEET A1.5

30" MIN.

30" MIN.

FE

FE

SIGNAGE LEGEND

WOMEN-1 PC. MILLED ALUM PER 7/A5

MEN-1 PC. MILLED ALUM PER 7/A5

FAMILY-1 PC. MILLED ALUM PER 7/A5

WOMEN-INDIVIDUAL/DIM. LETTERS PER 8/A5

MEN-INDIVIUALDIM. LETTERS PER 8/A5

JANITOR-1 PC. MILLED ALUM PER 7/A5

ELECTRICAL-1 PC. MILLED ALUM SIM TO 7/A5

NO SMOKING-1 PC. MILLED ALUM SIM TO 7/A5

SEE SHEETS A1.5 & A5 FOR MORE PLACEMENT DETAILS.

SEE 14/A5

CLR. FLR. AREA!
30" X 48" FOR!
DOOR PUSH PAD

CLR. FLR. AREA!
30" X 48" FOR!
DOOR PUSH PAD

CLR. FLR. AREA!
30" X 48" FOR!

DOOR PUSH PAD

CLR. FLR. AREA!
30" X 48" FOR!
DOOR PUSH PAD

STATE ID# 16-16107-01A!
WBS ELEMENT 51213.022

CASWELL COUNTY REST AREA
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ROOF PLAN
SCALE: 1/8" = 1'-0"2

10'02'4'6'8'10'

FAMILY!
RESTROOM

MEN 1

STORAGE

MEN 2

101

102

103

104

105

LOBBY

WOMEN 1

STORAGE

WOMEN 2
106

107

108

109

110

111

112

113

114

VISITOR!
CENTER

SERVICE!
COUNTER

OFFICE

BREAK!
ROOM

STORAGE

115

REFLECTED CEILING PLAN
SCALE: 1/8" = 1'-0"1

10'02'4'6'8'10'

VA
U

LT
ED

VA
U

LT
ED

VA
U

LT
ED

attic!
access

attic!
access

attic!
access

ROOF DRAINAGE LEGEND

3" x 4" VERTICAL LEADER

TABLE 1106.2 (2) RECTANGULAR VERTICAL LEADERS!
!
3X4 @ 4"/HR 3,300 SF MAX AREA

ROOF DRAINAGE!
CALCULATIONS   !
PER 2012 NC PLUMBING CODE

TABLE 1106.6 SIZE OF SEMI-CIRCULAR ROOF GUTTERS!
!
5" DIA. @4"/HR 625 SF MAX AREA!
!

@ 1/16: 12 (1/2%) SLOPE

5" EAVE GUTTER @ 1:16 SLOPE

ATTIC VENTILATION

1770 SF EXISTING ATTIC AREA (REST AREA)!
1526 SF EXISTING ATTIC AREA (VISITOR CENTER)!
!
1770/300 = 5.9 SF FREE VENT. AREA REQ'D!
1526/300 = 5.1 SF FREE VENT. AREA REQ'D

50 PERCENT OF THE REQUIRED VENTILATING 
AREA PROVIDED BY VENTILATORS LOCATED  
IN THE UPPER PORTION OF THE SPACE TO 
BE VENTILATED AT LEAST 3 FEET ABOVE 
EAVE OR CORNICE VENTS WITH THE 
BALANCE OF THE REQUIRED VENTILATION 
PROVIDED BY THE EAVE OR CORNICE VENTS.

RIDGE VENT
SCALE: 1 1/2" = 1'-0"9

ALL ELEMENTS TO BE INSTALLED!
PER MANF. REQ.

SEALANT

UNDERLAYMENT

RIDGE
VENTING MATERIAL

FINISH END!
PER MANF. REQ.

TRANSITION FLASHING
SCALE: 1 1/2" = 1'-0"10

CLEAT

FLASHING

UNDERLAYMENT!
LAP OVER FLASHING

TRANSITION FLASHING

Z- FLASHINGSEALANT

ALL ELEMENTS TO BE INSTALLED!
PER MANF. REQ.

DRIP EAVE DETAIL
SCALE: 1 1/2" = 1'-0"7

ALL ELEMENTS TO BE INSTALLED!
PER MANF. REQ.

FLASHING

CLEAT

EXT. EAVE!
DRIP FLASHING

HEMMED ROOF!
PANEL

UNDERLAYMENT LAPPED !
OVER FLASHING

END WALL FLASHING
SCALE: 1 1/2" = 1'-0"8

ALL ELEMENTS TO BE INSTALLED!
PER MANF. REQ.

FLASHING

UNDERLAYMENT LAPPED OVER!
FLASHING

BLDG. FELT!
LAPPED OVER!
FLASHING

REMOVE & REPLACE!
SIDING AS NEEDED!

TO FLASH PROPERLY

SEALANT

Z FLASHING

END WALL FLASHING

VALLEY DETAIL
SCALE: 1 1/2" = 1'-0"5

ALL ELEMENTS TO BE INSTALLED!
PER MANF. REQ.

PREFORMED VALLEY!
FLASHING

UNDERLAYMENT LAPPED OVER!
FLASHING

PANEL STARTER

DIAGONALLY CUT PANELS!
HEMMED

SEALANT

SIDE WALL FLASHING
SCALE: 1 1/2" = 1'-0"6

ALL ELEMENTS TO BE INSTALLED!
PER MANF. REQ.

FLASHING

UNDERLAYMENT LAPPED OVER!
FLASHING

REMOVE & REPLACE!
SIDING AS NEEDED!

TO FLASH PROPERLY

SEALANT

Z FLASHING

SIDE WALL FLASHING

VENT DETAIL
SCALE: 1 1/2"= 1'-0"4

VENT PIPE TO!
BE PTD. TO MATCH!
ROOF
SEALANT

METAL CAP!
FINISH TO MATCH ROOF PANEL
ROOF JACK

ATTACHMENT PER!
MANF. REQ.

ALL ELEMENTS TO BE INSTALLED!
PER MANF. REQ.

VENT DETAIL
SCALE: 1 1/2"= 1'-0"3

NOT USED

VA
U

LT
ED

VA
U

LT
ED

TIE NEW DOWNSPOUT INTO!
EXIST. SITE DRAINAGE-TYP.

1" x 4" BATTEN STRIPS!
ON 4'-0" GRID TO CONCEAL!
PANEL JOINTS-PTD. TO !
MATCH CLG. COLOR!
ADJ. GRID TO CENTER

VA
U

LT
ED

VA
U

LT
ED

ALL ROOF PENETRATIONS TO BE PAINTED TO !
MATCH ROOF.

EXIST. ATTIC ACCESS!
TO  BE ENLARGED!
TO ACCOMODATE!
HVAC EQUIPMENT

NEW WALL MTD.!
ATTIC ACCESS LADDER

EXIST. ATTIC ACCESS!
TO  BE ENLARGED!
TO ACCOMODATE!
HVAC EQUIPMENT

NEW DOWNSPOUT!
TIE INTO EXISTING!

DRAINAGE

STATE ID# 16-16107-01A!
WBS ELEMENT 51213.022

9"

4"-6"

1"

4:
12

4:
12

9:
12

9:
12

4:
12

4:
12

9:
12

9:
12

4:
12

4:12

4:12

4:12

4:
12

9:129:12

9:
12

9:
12

9:
12

9:
12

9:
12

9:
12

9:129:12

9'-4" AFF

9'-4" AFF

9'-4" AFF

9'-4" AFF

9'-4" AFF

9'-4" AFF
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5'01'2'3'4'5'FINISH PLAN
SCALE: 1/4" = 1'-0"1

HH

L

JJ

TILE NOTES

WALL TILE TO BE APPLIED TO 
CEMENT BOARD AS RECOMMENDED 
BY MANUFACTURER!
!
GROUT JOINTS TO BE 1/8".!
!
ALL GROUT TO BE EPOXY.!
!
CAULK ALL INSIDE CORNERS AT TILE

H H

L

J J

SOLID COLOR REINFORCED COMPOSITE!
TOILET PARTITIONS!
W/ OVER HEAD BRACING

A

A
C

ELEV.-MEN 1
SCALE: 1/4"= 1'-0"12

A

D

E

ELEV.-MEN 1
SCALE: 1/4"= 1'-0"13 ELEV.-MEN 1

SCALE: 1/4"= 1'-0"11

A

D
E

F

A

C
G

ELEV.-WOMEN 2
SCALE: 1/4"= 1'-0"5

ELEV.-WOMEN 2
SCALE: 1/4"= 1'-0"7

SOLID COLOR REINFORCED!
COMPOSITE TOILET PARTITIONS!
W/ OVER HEAD BRACING

A A

ELEV.-WOMEN 2
SCALE: 1/4"= 1'-0"6

CENTER 60" PANEL!
ON SINK SYSTEM

11
A1.4

12
A1.4

13
A1.4

DRINKING FOUNTAIN!
SEE 3 & 4/A1.6

FAMILY!
RESTROOM

MEN 1

101

102

MEN 2
104

105

LOBBY

WOMEN 1

STORAGE

WOMEN 2
106

107

108

K

30" x 48"  LAVATORY!
CLEAR  FLOOR AREA

HH LJJ

60" DIA. CLR.!
FLR. AREA

A
D

E

C
A

K

HH LJJ

A
D

E

C

A

60" DIA. CLR.!
FLR. AREA

30" x 48"  LAVATORY!
CLEAR  FLOOR AREA

30" x 48"  LAVATORY!
CLEAR  FLOOR AREA

60" x 54" W.C.!
CLEAR FLOOR AREA

60" DIA. CLR.!
FLR. AREA

H H

L

J J

SOLID COLOR REINFORCED COMPOSITE!
TOILET PARTITIONS!
W/ OVER HEAD BRACING

A A

C

ELEV.-MEN 2
SCALE: 1/4"= 1'-0"9

A D

E

ELEV.-MEN 2
SCALE: 1/4"= 1'-0"10 ELEV.-MEN 2

SCALE: 1/4"= 1'-0"8

10
A1.4

9
A1.4

8
A1.4

K

K

HHL JJ J

HHL JJ J

A

G

A

A

C
G

ELEV.-WOMEN 1
SCALE: 1/4"= 1'-0"2

SOLID COLOR REINFORCED!
COMPOSITE TOILET PARTITIONS!
W/ OVER HEAD BRACING

AA

ELEV.-WOMEN 1
SCALE: 1/4"= 1'-0"4

A

G

A
A

D

E

F

ELEV.-WOMEN 1
SCALE: 1/4"= 1'-0"3

30" x 48"  LAVATORY!
CLEAR  FLOOR AREA

60" DIA. CLR.!
FLR. AREA

2
A1.4

3
A1.4

4
A1.4

60" DIA. CLR.!
FLR. AREA

6
A1.4

7
A1.4

5
A1.4A

C

D
E

J

B

12
A1.5

13
A1.5

60" DIA. CLR.!
FLR. AREA

WALL FINISH LEGEND

60" x 60" PORCELAIN TILE PANELS!
WITH BORDER

12" x 24" PORCELAIN TILES!
WITH BORDER

J

HH

L

JJJ

ELECTRICAL
103

B

B B

B B

30" x 48"  LAVATORY!
CLEAR  FLOOR AREA

CENTER 60" PANEL!
ON SINK SYSTEM

CENTER GROUT!
JOINT OF 60" PANEL

CENTER GROUT!
JOINT OF 60" PANEL

F

A
D

E

C

A

GG

A A A

F

A
D

E

C

A

G
G

A A A

HOSE BIBB!
SEE PLUMBING

HOSE BIBB!
SEE PLUMBING

HOSE BIBB!
SEE PLUMBING

HOSE BIBB!
SEE PLUMBING

B B

B B

B B

6
A1.5

7
A1.5

M
IN

. F
O

R
!

N
O

N
 H

C

TERRAZZO NOTES

EXISTING SLAB TO BE MODIFIED TO 
MEET LEVELNESS REQUIREMENT.!
!
NEW CONCRETE IN RECESSED 
AREAS WHERE MUD BED HAS BEEN 
REMOVED TO MEET LEVELNESS 
AND FINISH REQUIREMENTS.!
!
EXISTING CRACKS TO BE TREATED 
WITH CRACK SUPPRESSION 
MEMBRANE.!
!
MOISTURE VAPOR PRIMER 
REQUIRED ON ALL AREAS TO 
RECEIVE TERRAZZO.!
!
THIRD PARTY MOISTURE TEST BY 
GC.!
!
TERRAZZO TO RECEIVE HIGH 
POLISH (3,000 GRIT) FINISH.!
!
SEE SPECIFICATIONS FOR FURTHER 
DETAILS.!
!
SEE DETAILS SHEET A5.

FRP FROM!
CORNER TO!

CORNER

60" x 54" W.C.!
CLEAR FLOOR AREA

60" x 54" W.C.!
CLEAR FLOOR AREA

60" x 54" W.C.!
CLEAR FLOOR AREA

60" x 54" W.C.!
CLEAR FLOOR AREA

30" x 48"  URINAL!
CLEAR  FLOOR AREA

STATE ID# 16-16107-01A!
WBS ELEMENT 51213.022H

SEE 13/A1.5 FOR MORE INFOMATION.

A5
4

4
A5

A5
4

4
A5

NO MIRRORS IN THIS AREA

NO MIRRORS IN THIS AREA

NO MIRRORS IN THIS AREA

28
"

11/4/2016
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MODELNUMBERTRADENAMEPRODUCTMATERIAL

MENS ROOM MENS ROOMFAMILY ROOM 
KNOCK BEFORE ENTRY

WOMENS ROOM WOMENS ROOM

MAX
LAVATORY!
LOCATION

MIRROR!
LOCATION

TYPICAL HEIGHTS21LAV. SECTION
SCALE: 1/2"= 1'-0"22

KNEE SPACE

M
AX

STAINLESS STEEL!
PANEL TO COVER!

PIPES

25" MAX. DEPTH

K

F G
H

L

C

JJ 33"-36"!
A.F.S.

25"-30"!
A.F.S.

RECESSED SANITARY NAPKIN DISPOSAL!
(ASI 0473-1) WITH TUMBLER LOCKS

MARK ITEM MOUNT

TOILET ACCESSORY SCHEDULE

A SURFACE-MOUNTED MULTI-ROLL!
TOILET TISSUE DISPENSER (B-4288)

28" MIN.!
48" MAX.!
A.F.S.

33"-36"!
A.F.S.

42" HORIZONTAL GRAB BAR!
(B-6806.99 X 42)

36" HORIZONTAL GRAB BAR!
(B-6806.99 X 36)

RECESSED FOLDED PAPER TOWEL DISP.!
AND WASTE RECEPTACLE (B-43944)

RE: !
ELEV.

WELDED FRAME MIRROR!
(B-2908-1830)

RE: !
ELEV.

B

C

D

E

F

G

H

J

K

L

M

RE: !
ELEV.

WELDED FRAME MIRROR!
(B-2908-1860)

PARTITION MOUNTED SANITARY NAPKIN!
DISPOSAL (ASI 0472-1)

48"!
A.F.S.

AUTOMATIC HAND DRYER!
EXCEL XLERATOR XL-SB

25"-30"!
A.F.S.

AUTOMATIC HANDS FREE LIQUID !
SOAP DISPENSER (AJW U135 EA) 

18" VERTICAL GRAB BAR!
(B-6806.99 X 18)

RE: !
ELEV.

60"-72"!
A.F.S.

SS MOP & BROOM HOLDER!
(B-223 X 24)

MARK ITEM MOUNT

MANUFACTURER:  BOBRICK WASHROOM EQUIPMENT U.N.O. OR APPROVED EQUAL-SEE SPECIFICATION!
FINISH:  SATIN STAINLESS STEEL!
!
NOTE: GC TO INSTALL BLOCKING FOR ALL TOILET ACCESSORIES AND TOILET PARTITIONS AS REQ'D

42" MAX.!
A.F.S.

A

D
E

ELEV.-FAMILY
SCALE: 1/4"= 1'-0"12

A

C

J

TY
P.

ELEV.-FAMILY
SCALE: 1/4"= 1'-0"13

ELEV.-LOBBY-LOOKING TOWARD WOMEN
SCALE: 1/4"= 1'-0"1

HC DF ELEVATION
SCALE: 1/2" = 1'-0"11

FIN.!
FLOOR

HC DF PLAN
SCALE: 1/2" = 1'-0"5

CLEAR FLOOR!
AREA

WALL MOUNTED!
UNIT

11
A1.6

ELEV.-LOBBY
SCALE: 1/4"= 1'-0"2

DISPLAY!
BOARD!

SEE 5/A6.1

DISPLAY!
BOARD!

SEE 5/A6.1

ELEV.-LOBBY-LOOKING TOWARD MEN
SCALE: 1/4"= 1'-0"3ELEV.-LOBBY

SCALE: 1/4"= 1'-0"4

NEW LINTEL & WALL!
ABOVE

NEW LINTEL & WALL!
ABOVE

ELEV.-JANITOR
SCALE: 1/4"= 1'-0"7 ELEV.-JANITOR

SCALE: 1/4"= 1'-0"6

A1.5
10 2X6 BLOCKING!

SET IN FRAMING!
@36" & 72" AFF O.C.

DESK SECTION
SCALE: 3/4" = 1'-0"9

P.LAM. ON 3/4" PLYWD.!
RADIUS EDGES

1" x 4" LEDGER 3 SIDES

A1.5
10

A1.5
9 2X6 BLOCKING!

SET IN FRAMING!
@36" & 72" AFF O.C.

N

SHELVING SECTION
SCALE: 3/4" = 1'-0"10

ADJUSTABLE!
MELAMINE SHELVES

METAL SHELF STANDARD!
INSET INTO UPRIGHTS!

SECURED PER MANF. REQ.!
PROVIDE METAL CLIPS

2"x 6" BLOCKING

FIXED MELAMINE!
SHELF

DISPLAY!
BOARD!

SEE 5/A6.1

DISPLAY!
BOARD!

SEE 5/A6.1

MAX

A

D

E

FLOOR MOUNTED!
WATER CLOSET

M
IN

.REAR WALL!
GRAB BAR

CORE DRIL OR NOTCH!
VERT. SUPPORTS AS!

NEEDED FOR !
PIPING TO PASS

RPZ-SEE!
PLUMBING

3' x 4' !
BULLETIN!

BOARD

CORE DRIL OR NOTCH!
VERT. SUPPORTS AS!

NEEDED FOR !
PIPING TO PASS!

COORDINATE !
WITH PLUMBER

ANTI-GRIP HEADRAIL
SCALE: NTS8

DIMENSIONAL LETTER!
PER 8/A5

DIMENSIONAL LETTER!
PER 8/A5

FLUSH CONTROLS!
FOR THIS PROJECT!
ARE AUTOMATIC!
W/ MANUAL OVERRIDE

AUTO FLUSH!
VALVE SPECIFIED!
MANUAL OVERRIDE!
WITH REACH RANGE

STATE ID# 16-16107-01A!
WBS ELEMENT 51213.022

SS CANE APRON!
ACCESSORY FOR!
WATER FOUNTAIN

WALL TILE BORDER
SCALE: 1/2"= 1'-0"14

2X2 TILE MOSAIC
PORCELAIN MINI PENCIL TRIM

TERRAZZO COVE BASE TO MATCH !
MAIN FLOOR COLOR

60" X 60" PORCELAIN TILE PANELS!
OR 12" x 24" POR. TILE 1/3 STAGGER PATTERN!
FOR BASE TO BORDER!
SEE FINISH PLAN AND LEGEND

PORCELAIN MINI PENCIL TRIM!
NOTCHED AT MIRROR TO BE!
MOUNTED FLUSH

60" X 60" PORCELAIN TILE PANELS!
OR 12" x 24" POR. TILE 1/3 STAGGER PATTERN!
FROM BORDER TO CEILING!
SEE FINISH PLAN AND LEGEND

CEDAR CHAIRRAIL!
TO BE STAINED,!

SEALED & FINISH

MITERED CORNER!
TYP. BOTH SIDES

WRAP TILE AROUND!
OPENING-SEE 14/A5

MITERED CORNER!
TYP. BOTH SIDES

WRAP TILE AROUND!
OPENING-SEE 14/A5

24"
U.O.N.

12"

33
"-3

6"

48
" M

AX
.

34
" M

AX

17" MIN DEPTH

27
" M

IN

9"
 M

IN

6" MAX

8"MIN

6"

15"18"

40
" M

AX
.

48
" M

AX
.

25
"-3

0"

15
"

44
" M

AX
.

9"
 M

IN
.

6'
-0

"

9"

34
" M

AX
.

2"

G
R

EA
TE

R
 T

H
AN

 3
4"

1'-3"1'-4"1'-3"

8" 10
"

1'
-4

"

6'-4"

3'
-1

0"
3'

-0
"

3'-6" 3'-6" 6'-4"

3'
-1

0"
3'

-0
"

3'-0" 3'-0"

9'
-4

"

9'
-4

"

24"

36
"

3'-6"2'-6"3'-0"

12'-0"

12"

66
"

4'
-0

"
1'

-6
"

6'-4" 1'-0"

12" 42" MIN.

33
"-3

6"

17
"-1

9"
48

" M
AX

.

39
"-4

1"
18

" M
IN

.

39"-41"

24" MIN.

12
"

36
"

12
" m

in
.

27
"

16
"

6"
60

" N
O

M
.
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SOUTH ELEVATION
SCALE: 1/4" = 1'-0"2

EAST ELEVATION
SCALE: 1/4" = 1'-0"1

REMOVE EXIST. SHINGLES!
REPLACE WITH STANDING!
SEAM METAL ROOF

REMOVE EXIST. WOOD!
FASCIA & REPLACE WITH!
FIBER CEMENT TRIM

REMOVE EXIST.!
GUTTER & DOWNSPOUT!
REPLACE WITH SEAMLESS!
ALUM. GUTTER WITH!
INTEGRAL LEAF PROTECTION

REMOVE EXIST. WOOD SIDING &!
REPLACE WITH FIBER CEMENT SIDING

PROPERLY FLASH!
AROUND DORMERS

REMOVE AND REPLACE EXIST.!
PORCH CEILING AND LIGHTS

PROPERLY FLASH!
AROUND DORMERS

REMOVE EXIST. WOOD!
FASCIA & REPLACE WITH!
FIBER CEMENT TRIM

REMOVE EXIST.!
GUTTER & DOWNSPOUT!
REPLACE WITH SEAMLESS!
ALUM. GUTTER WITH!
INTEGRAL LEAF PROTECTION

REMOVE AND REPLACE EXIST.!
PORCH CEILING AND LIGHTS

EXIST. BRICK!
VENEER TO REMAIN

REMOVE EXIST. SHINGLES!
REPLACE WITH STANDING!
SEAM METAL ROOF

NEW ARCH. ALUM.!
LOUVER

ALL PENETRATIONS!
TO BE PTD. TO MATCH!

ROOF

NEW HOOD FOR!
EXIST. EXHAUST!
IN VISITOR CTR.

EXIST. SATELLITE!
REMOVE, PROTECT & REPLACE!
AS NEEDED TO PERFORM WORK

STATE ID# 16-16107-01A!
WBS ELEMENT 51213.022
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NORTH ELEVATION
SCALE: 1/4" = 1'-0"2

WEST ELEVATION
SCALE: 1/4" = 1'-0"1

REMOVE EXIST. WOOD!
FASCIA & REPLACE WITH!

FIBER CEMENT TRIM

REMOVE EXIST.!
GUTTER & DOWNSPOUT!

REPLACE WITH SEAMLESS!
ALUM. GUTTER WITH!

INTEGRAL LEAF PROTECTION

REMOVE AND REPLACE EXIST.!
PORCH CEILING AND LIGHTS

PROPERLY FLASH!
AROUND DORMERS

REMOVE EXIST. WOOD SIDING &!
REPLACE WITH FIBER CEMENT SIDING

CASWELL COUNTY!
REST AREA

NEW SIGNAGE- 8"!
ALUM. DIMENSIONAL!
LETTERS

REMOVE EXIST. SHINGLES!
REPLACE WITH STANDING!
SEAM METAL ROOF

REMOVE EXIST. WOOD SIDING &!
REPLACE WITH FIBER CEMENT SIDING

REMOVE EXIST. WOOD SIDING &!
REPLACE WITH FIBER CEMENT SIDING

NEW ARCH. ALUM.!
LOUVER

PAINT EXISTING!
LOUVER TO REMAIN!
AT MASONRY

QUILT SQUARE (6' X 6')!
SEE 15/A5

STATE ID# 16-16107-01A!
WBS ELEMENT 51213.022
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SCALE: 3/4" = 1'-0"1 TYP EXISTING EXT. WALL SECTION

SCALE: 1/4" = 1'-0"4 BUILDING SECTION THRU LOBBY

LIGHT TRAYS TO BE!
REMOVED

SCALE: 3/4" = 1'-0"2 TYP. EXT. WALL SECTION

demo notesnew work notes

SCALE: 3/4" = 1'-0"3 NEW INT. WALL SECTION

NOTE:!
REFER TO FINISH SCHEDULE!
FOR INTERIOR FINISHES-TYP.

NEW WOOD!
CEILING

2" x 6" FRAMING!
@ 16" O.C.

SOUND ATTENUATION!
BLANKET, TYP.

EXIST. ATTIC!
INSUL. TO REMAIN

PERFORATED ALUM.!
SOFFIT PANELS

SNOW GUARD

FASCIA-WRAP W/ PREFIN. !
ALUM. TO MATCH ROOF

SUPPORT STRAP!
PER MANF.

EDGE FLASHING

LAP UNDERLAYMENT!
OVER FLASHING (6" MIN.)

TYP. STANDING SEAM!
METAL ROOF ON!
NEW UNDERLAYMENT

PREFINISHED SEAMLESS!
ALUM GUTTER W/ INTEGRAL!
LEAF SHIELD

1-1/2" THICK FIBER!
CEMENT TRIM, PTD.-TYP.

REMOVE EXIST. ROOFING!
AND UNDERLAYMENT

REMOVE EXIST. GUTTER!
AND DOWNSPOUTS

REMOVE EXIST. !
SOFFIT, TRIM & VENT

NOTE:!
REFER TO FINISH SCHEDULE!
FOR INTERIOR FINISHES-TYP.

NOTE:!
REFER TO FINISH SCHEDULE!
FOR INTERIOR FINISHES-TYP.

EXIST. ROOF INSUL.!
 TO REMAIN

EXIST. WALL INSUL.!
REPLACE AS NEEDED!

AT PLUMBING WORK

NEW 5/8" SHEATHING!
ON WET WALLS

DETAIL
SCALE: 1 1/2" = 1'-0"5

2X LOOKOUTS-EXISTING

GABLE RAKE TRIM

FLASHING

CLEAT

Z-FLASHING

UNDERLAYMENT LAPPED OVER!
FLASHING

SEALANT

1-1/2" THICK FIBER!
CEMENT TRIM-TYP.

PERFORATED ALUM.!
SOFFIT PANELS

FASCIA-WRAP W/!
PREFIN. ALUM. TO!

MATCH ROOF

STATE ID# 16-16107-01A!
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ROOM FINISH SCHEDULE

REMARKS / NOTESROOM NAMEMARK BASE
WALL

FLOOR
CEILING

HGT.

101

MEN 1

WAINSCOT

---

MATERIALN E S W

102

ELECTRICAL103

MEN 2104

FAMILY RESTROOM105

WOMEN 2106

STORAGE107

WOMEN 1108

VISITOR CENTER109

SERVICE COUNTER110

STAFF RESTROOM111

STORAGE112

BREAK ROOM

113 OFFICE

114

---

LOBBY ---STD.!
CEDAR

WD. DECK

DOOR SCHEDULE

MARK SIZE TYPE

FRAME

DETAILS
HDWR!

SET NO. REMARKS
DOOR

MAT'L TYPE

1 ALUM A A2-3'-0" x 7'-0" x 1-3/4"

NOTES:!
!
- COORDINATE KEYING OF HARDWARE WITH OWNER!
- DOOR HANDLES TO BE LEVER HANDLE

2

3

4

5

6

7

8

HARDWARE SETS!
!
1. ADA DOOR OPERATOR WITH PUSH PAD!
!
SEE SPEC FOR REMAINDER OF HARDWARE SETS

3'-0" x 7'-0" x 1-3/4"

3'-0" x 7'-0" x 1-3/4"

3'-0" x 7'-0" x 1-3/4"

2-3'-0" x 7'-0" x 1-3/4"

3'-0" x 7'-0" x 1-3/4"

DOOR TYPES
SCALE: 1/4" = 1'-0"1DOOR FRAME TYPES

SCALE: 1/4" = 1'-0"2

A ALUM. SWINGING
A ALUMINUM WITH TRANSOM

INDICATES TEMPERED 
GLASS BOTH PANES

TERAZZO

ALUM

PTD. STL.

PTD. STL.

ALUM.

existing

C HM

SCHEDULE

WINDOW TYPES
SCALE: 1/4" = 1'-0"3 INDICATES TEMPERED GLASS

1 DOUBLE AWNING 2 INSUL GLASS BLOCK!
OBSURE PATTERN 3 DOUBLE-HUNG 4 FIXED

SINGLE SINGLE

VINYL REDUCING STRIP!
(IF REQUIRED)

 DOOR

HOLLOW METAL FRAME

CAULK BOTH SIDES

DRYWALL BOTH SIDES

HEAD/!
JAMB

INT. HM FRAME
SCALE: 1 1/2" = 1'-0"8

THRESHOLD

LINTEL

A B

SEE INT. ELEVATIONS (A1.5) AND FINISH PLAN (A1.4) FOR MORE INFORMATION ON WALL FINISHES.

OBSCURE!
SAFETY!
GLASS

C

TILE TO CEDAR!
CHAIRRAIL

A

B PTD. STL-INSUL CORE!
SS KICK PLATE

C

B

C

---

C

B C

B

---

6'-0" x 2'-0" 1" INSUL. LOW E GLASS OBSCURE GLASS1

WINDOW SCHEDULE

MARK W    SIZE    H TYPE MATERIAL GLASS REMARKS

A

6'-0" x 6'-0" INSUL. GLASS BLOCK OBSCURE GLASS2B VINYL 

VINYL CLAD!
WOOD3'-0" x 6'-0" 3 1" INSUL. LOW E GLASS

4'-2" x 2'-6" 4D

7'-5" x 2'-6" 5E

2'-6" x 3'-6" 6F

VINYL CLAD!
WOOD

VINYL CLAD!
WOOD

NOTES: !
-SEE WINDOW TYPE ELEVATIONS AND DETAILS.!
-FIELD VERIFY ALL EXISTING OPENING SIZES.  DIMENSIONS GIVEN FOR REFERENCE. !
-INCLUDE THERMAL BREAK PER MANUFACTURER'S STANDARDS WITH ALL FRAMES. 

C

1" INSUL. LOW E GLASS

1" INSUL. LOW E GLASS

1" INSUL. LOW E GLASS ---

D

THRESHOLD

HEAD

TRANSOM 

1X WOOD CASING

SEALANT

ALUMINUM / GLASS!
DOOR (INSULATED)

STOREFRONT DOOR 
SCALE: 1-1/2" = 1'-0"4

BACKER ROD!
& SEALANT

ST'L LINTEL -REFER!
TO STRUCT. DRWGS

THRU WALL FLASHING!
W/ WEEP HOLES @24" O.C.

TYPICAL!
VENEER WALL

ALUMINUM THRESHOLD !
ANCHORED W/ LEAD SHIELDS !
IN FULL BED OF SEALANT!
1/2" MAX. HEIGHT W. 2:1 SLOPE

1/2" EXP. JT. 

BUILDING WRAP!
LAP OVER FLASHING

AWNING WINDOW DETAILS
SCALE: 1-1/2" = 1'-0"5

EXTENSION JAMB

1X WOOD CASING

BUILDING WRAP!
LAP OVER FLASHING

BACKER ROD !
AND CAULK

EXIST. LINTEL

1X WOOD CASING

SOLID SURFACE!
SILL

HEAD/SILL AT DRYWALL

AWNING WINDOW DETAILS
SCALE: 1-1/2" = 1'-0"6

HEAD/SILL AT TILE

THRU WALL FLASHING!
W/ WEEP HOLES @24" O.C.

TYPICAL!
VENEER WALL

THRU-WALL !
FLASHING!

W/ WEEP HOLES

BRICK SILL (SLOPE !
MORTAR JOINTS)

BACKER ROD!
AND CAULK

ST'L LINTEL -REFER!
TO STRUCT. DRWGS

BUILDING WRAP!
LAP OVER FLASHING

BACKER ROD !
AND CAULK

THRU WALL FLASHING!
W/ WEEP HOLES @24" O.C.

TYPICAL!
VENEER WALL

THRU-WALL !
FLASHING!

W/ WEEP HOLES

BRICK SILL (SLOPE !
MORTAR JOINTS)

BACKER ROD!
AND CAULK

ST'L LINTEL -REFER!
TO STRUCT. DRWGS

EXTENSION JAMB

1X WOOD CASING

1X WOOD CASING

SOLID SURFACE!
SILL

AWNING WINDOW - JAMB
SCALE: 1-1/2" = 1'-0"9

1X WOOD CASING

CAULK

CEDAR TRIM

BUILDING  WRAP

BACKER ROD!
AND CAULK

EXTENSION JAMB

HEAD

SEAL

FIXED WINDOW
SCALE: 1-1/2" = 1'-0"7

SILL

ACCESS DOOR DETAIL
SCALE: 1 1/2"= 1'-0"10

FRAMED OPENING AND!
WOOD BLOCKING-TYP.

3/4" PLYWOOD ACCESS PANEL

1X PTD WOOD TRIMMINIMUM OPENING OR!
SIZE REQUIRED FOR!
EQUIPMENT-TYP.

CAULK

5/8" TYPE X DRYWALL

3" RIGID INSUL.!
ADHERED TO PLYWD.

COVERED PORCH115

TERAZZO

PTD. DW.

EXIST.

existing finishes to remain; repair and paint as needed for replacement of windows

existing finishes to remain; repair and paint as needed for replacement of windows

existing finishes to remain; repair and paint as needed for replacement of windows

existing finishes to remain; repair and paint as needed for replacement of windows

existing existing PTD. FIBER!
CEMENT EXIST.---

TERAZZOTERAZZO EXIST.

--- PTD. DW.--- NEW PLYWOOD!
TO BE PTD.CONC. EXIST.

--- PTD. DW.TERAZZOTERAZZO EXIST.

--- PTD. DW.TERAZZOTERAZZO EXIST.

--- PTD. DW.TERAZZOTERAZZO EXIST.

--- PTD. DW.--- NEW PLYWOOD!
TO BE PTD.CONC. EXIST.

--- PTD. DW.TERAZZOTERAZZO EXIST.

---

---

---

---

---

---

2-3'-0" x 7'-0" x 1-3/4"

PTD. STL.

2-3'-0" x 7'-0" x 1-3/4" ALUM. A B

B ALUMINUM
5 FIXED

DOUBLE 4 FIXED
SINGLE

VINYL CLAD!
WOOD

---

VINYL CLAD!
WOOD

---

---

EXIST. LINTELEXIST. LINTEL

--- PTD. DW.RUBBER PTD. DW.CARPET EXIST. ---

--- PTD. DW.RUBBER PTD. DW.CARPET EXIST. ---

PTD. STL-INSUL CORE!
SS KICK PLATE

SOLID SURFACE!
SILL

1 ---

---2

3

4

4

1

2

4/A4

4/A4

---8/A4

---8/A4

no changes

8/A4

---4/A4

---4/A4

---

---

---

43
" M

AX
.

INSUL. LOW E!
GLASS

INSUL. LOW E!
GLASS

STATE ID# 16-16107-01A!
WBS ELEMENT 51213.022

TILE TO CLG.

TILE TO CLG.

TILE TO CLG.

TILE TO CLG.

PTD. DW.!
ABOVE

MATCH EXISTING SE
E 

SC
H

ED
U

LE

SEE

M
AT

C
H

 E
XI

ST
IN

G

1/4"1/8"

20" X 30"

MATCH EXISTING M
AT

C
H

 E
XI

ST
IN

G

6'
-0

"

2'
-0

"

2'
-0

" 39
"

11/4/2016



WEEKS TURNER ARCHITECTURE, PA!
3305-109 Durham Drive!
Raleigh, North Carolina 27603!
919.779.9797 fax: 919.779.0826!
www.weeksturner.com

WEEKS!
TURNER!
ARCHITECTURE

SHEET OF

A5

DRAWING TITLE

DETAILS

PROJECT NO.

PROJECT TITLE

1504b

13 13

REVISION 00/00/08
PLOT DATE

This original sheet is 24" x 36";   other dimensions!
indicate it has been altered.!
!
All  information  on  this  sheet  is  the  property of !
Weeks   Turner   Architecture   and   may   not  be !
duplicated   in   whole   or   in  part  without  written!
authorization from Weeks Turner Architecture. 2008 ©

11/3/16

CASWELL COUNTY!
REST AREA
US 29!
PELHAM, NORTH CAROLINA 

11075

RALE IG H, N C

G
IN

GER S. ANDERS
O

NRE
G

IS
TERED ARCHITECT

NORT H C AROLIN
A

MENS ROOM WOMENS ROOM

FAMILY ROOM 
KNOCK BEFORE ENTRY

JANITOR
FIRE EXTINGUISHER 
IS LOCATED INSIDE

FAMILY ROOM 
KNOCK BEFORE ENTRY

MEN 
 
WOMEN

WALL MOUNTED ACCESSORIES
SCALE: 1 1/2"= 1'-0"5

5/8" TYPE X DRYWALL

TILE PER SCHED.

FIRE EXTINGUISHER CABINET,!
TOWEL AND TRASH RECEPTACLE, ETC.

DISPLAY DETAIL
SCALE: 1 1/2"= 1'-0"3

PER SCHEDULE

1" x 3" CEDAR FRAME

RESTROOM SHELF
SCALE: 1 1/2" = 1'-0"2

2X10 BLOCKING

FINISH WALL

SOLID SURFACE ACRYLIC TOP,!
BACKSPLASH AND FRONT 

2X4 WD NAILER

ANGLE 3 X 3 X 3/16 FRAME!
(BOLT TO END WALL, WALL!

AND TOILET PARTITION)
2'

-1
0"

 A
FF

SWING

CAULK

M
AX

.
TILE PER SCHED.

HEADER

PIANO HINGE, BRASS-KNUCKLE!
OF HINGE AT TOP OF FRAME

CEDAR

5/4" x 3" CEDAR FRAME!
MITERED CORNERS

1/4" CORK BOARD, ADHERED

5/8" PLYWD, SCREW & GLUE!
TO CEDAR FRAME

3/16" CLEAR POLYCARBONATE GLAZING

FURRING-TOP & BOTTOM

FELL STRIP ON 3 SIDES TO !
SEAL FROM DUST

BRASS SCREWS (4 MIN.)!
COUNTER SINK

OUTSIDE CORNER/END WALL
SCALE: 3"= 1'-0"4

SS BULLNOSE!
EDGE PROTECTION!

SET IN THINSET 

FINISH PER A1.4!
& A1.5

SS BULLNOSE!
EDGE PROTECTION!
SET IN THINSET 

TYP. SIGNAGE
SCALE: 3" = 1'-0"7

SIGNAGE PLACEMENT
SCALE: 1/4" = 1'-0"10

ROOM

SIGNAGE NOTES
1. SIGNS TO BE CAST ALUMINUM!
2. RAISED METAL BEAD BRAILE!
3. BLACK SILKSCREENED LETTERING!

HELVETICA BOLD FONT, 3/8" TEXT HT.!
4. INDIVIDUAL METAL LETTERS TO!

BE 1/4" THICK MILLED BRUSHED !
ALUMINUM PLATE!

5. SIGNAGE SHALL COMPLY WITH!
ICC A117.1-2009, CH. 7!

6. SEE DETAIL 10/A5

INDIVIDUAL LETTERS

TERRAZO BASE
SCALE: 3"= 1'-0"1

PRE-CAST EPOXY!
TERRAZO BASE (6")

RESINOUS EPOXY!
TERRAZO SYSTEM

CONTROL JOINT
SCALE: 3"= 1'-0"6

1/16" ALUM. DIVIDER!
STRIP

RESINOUS EPOXY!
TERRAZO SYSTEM

FILL  JOINT

EXP. JOINT
SCALE: 3"= 1'-0"9

1/16" ALUM. DIVIDER!
STRIP-EACH SIDE

RESINOUS EPOXY!
TERRAZO SYSTEM

EXPANSION JOINT!
MATERIAL

SATIN ALUMINUM

CONCEALED!
MOUNTING

TYPE: HELVETICA BOLD

DIMENSIONAL LETTER
SCALE: 3" = 1'-0"8

VENDING - DEMO
SCALE: 1/4" = 1'-0"11VENDING - REVISED

SCALE: 1/4" = 1'-0"12

EXISTING ROOF STRUCTURE!
TO REMAIN

REMOVE PANELING!
& FRAMING

EXISTING POST!
TO REMAIN

VENDING - SECTION
SCALE: 1/4" = 1'-0"13

TREATED 2X FRAMING!
@ 16" O.C. ANCHOR TO!
EXIST. CONC. @16" O.C.

FIBER CEMENT VERTICAL!
SIDING PANELS (PTD)

FIBER CEMENT CAP!
& TRIM (PTD)

QUILT SQUARE PATTERN-TERRAZZO
SCALE: 1" = 1'-0"14

3/16" ALUM.!
DIV. STRIP

1/16" ALUM.!
DIV. STRIP!

U.N.O.

LT. GREEN

DK.!
GREEN

DK.!
GREEN

DK.!
GREEN

DK.!
GREEN

LT.!
GOLD

DK.!
GOLD

LT.!
GOLD

DK.!
GOLD

DK.!
GOLD

LT.!
GOLDDK.!

GOLD

LT.!
GOLD

QUILT SQUARE PATTERN-EXT.
SCALE: 1" = 1'-0"15

LT. GREEN

DK.!
GREEN

DK.!
GREEN

DK.!
GREEN

DK.!
GREEN

LT.!
GOLD

DK.!
GOLD

LT.!
GOLD

DK.!
GOLD

DK.!
GOLD

LT.!
GOLDDK.!

GOLD

LT.!
GOLD

STATE ID# 16-16107-01A!
WBS ELEMENT 51213.022

LT.!
BLUE

LT.!
BLUE

LT.!
BLUE

LT.!
BLUE

LT.!
BLUE

LT.!
BLUE

LT.!
BLUE

LT.!
BLUE

LT.!
BLUE

LT.!
BLUE

LT.!
BLUE

LT.!
BLUE

LT.!
BLUE

LT.!
BLUE

LT.!
BLUE

LT.!
BLUE

FINISH PER A1.4!
& A1.5

FINISH PER A1.4!
& A1.5

1'-6"

4 
1/

2"

48
" M

IN
.-6

0"
 M

AX

18"

18
"

1"
7"

1 1/2"

1"
7"

1 1/2"

7"

1/2"

1/4"

1/
2"

1/
2"

10" 10"

2"
8"

1 1/2"

10"

1"

10"

3"

8"

1/2"

1 
1/

2"

6"

10
"

1"

4'-4"4'-8"4'-4"

8'
-5

"

13'-4"

5'-0"

5'
-0

"

8"

6'-0"

6'
-0

"

9 
1/

2"
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17'
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VAN

PARKING & RAMPS

EXISTING HANDICAP (INCLUDES HANDICAP)

44 CAR PARKING SPACES

Grades to Stay in Place

Existing Sidewalk and

(anchored)

5' Benches

Standalone

(slope not to exceed 3%).

Add 5' Wide Sidewalk

(anchored)

5' Bench

Standalone

(anchored)

5' Bench

Standalone

Preserve Tree

Align Sidewalk to

SURROUNDING THE BLDG.
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NCDOT -  Roadside Environmental Unit

Landscape Design & Development 

PH:  919-707-2920   fax:  919-215-2554

1557 Mail Service Center  Raleigh  NC 27699-1557
Rest Area Renovation

Caswell County NOV/2016

Site Development Plan

SD_01

GENERAL NOTES:

Pavers (see paver details)

Border and Multi-color 

New Patio Area with Conc. 

Pavers (see paver details)

Border and Multi-color 

New Patio Area with Conc. 

details.

to exceed 2%). See paver

Pavers (cross-slope not 

Border and Multi-color 

New Patio Area with Conc. 

benches, etc.

Remove old conc. pad, 

benches, etc.

Remove old conc. pad, 

WITH NCDOT ROADSIDE ENG.

STAGING & STORAGE AREAS

2)  CONTRACTOR SHALL COORDINATE

OUTSIDE BUILDING.

ON EXTENT OF CONC. REMOVAL

5) CHECK WITH NCDOT ENGINEER 

BE REPLACED INKIND.

DURING CONSTRUCTION SHALL 

4) ANY VEGETATION DAMAGED 

ALL PROPERTY AND MATERIALS.

FOR THE SAFETY AND SECURITY OF

3) CONTRACTOR IS RESPONSIBLE 

CONSTRUCTION.

TO REMAIN OPEN DURING

1)  SITE/VISITOR CENTER



SURROUNDING THE BLDG.

PLANT MATERIAL ONSITE AND

PROTECT AND PRESERVE ALL
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Site Layout Details

8'

8'

5'

3'

18'8"

6' SQ

6' SQ

3'

4'

5'R

4'R

17'

13'
9"

22'9"

126°

155°

90°

REST ROOM BLDG.

REST ROOM BLDG.

VISITOR CTR.

COVERED WALKWAY

COVERED WALKWAY

SIDEWALK

MATCH TO EXISTING

SIDEWALK

CONC.

CONC. SIDEWALK

PAD (DEMO)

OUTLINE OF OLD CONC.

CONTROL JT. (TYP)

CONTROL JT. (TYP)

CONTROL JT. (TYP)9" CONC. EDGE

PAVER SQUARES

REPLICATES ADJOINING

CONTROL JT. (TYP)

PAD (DEMO)

OUTLINE OF OLD CONC.

SIDEWALK

MATCH TO EXISTING

(SEE SD-03)

PAVER SQUARE LAYOUT

(SEE SD-03)

PAVER SQUARE LAYOUT

(SEE SD-03)

PAVER SQUARE LAYOUT

(ANCHORED)

5' PARK BENCH

(ANCHORED)

5' PARK BENCH

(ANCHORED)

5' PARK BENCH

VENDING

5' WIDE 4" CONC. SIDEWALK

OTHERWISE NOTED

RADIUS' 4' UNLESS

PROTECT/PRESERVE TREE

SD2

A

NOT TO SCALE

VENDING PATIO & PAVERS 

SD2

B

NOT TO SCALE

SD2

C

NOT TO SCALE

SD2

D

NOT TO SCALE

CONNECTING SIDEWALK

FRONT ENTRANCE PATIO & PAVERS 

REAR ENTRANCE PATIO & PAVERS 

WHERE SIDEWALK IS PROPOSED)

ENGINEER'S INSTRUCTION (LOCATED

STEPPING STONES PER NCDOT 

COLLECT, STACK & STORE EXISTING 
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COMPACTED SOIL SUBGRADE

EXISTING CONC SIDEWALKNEW CONC SIDEWALK

GRADE

MATCH

COMPACTED SOIL SUBGRADE

GENERAL NOTES:

SD3

CONCRETE SIDEWALK - CONTROL JOINT

1/8"

3/8"

saw cut jt

SAND SWEPT JOINTS

1" BEDDING SAND

OR SLEEVE;  16" O.C.

" DOWEL W/ EXP CAP2
1

   DEPTH2
1

2 3/8" THICK
CONCRETE  PAVERS,

aggregate base
6' compacted

BORDER FLUSH W/ PAVERS
CONCRETE SIDEWALK/

SPEC.

3/8" DEPTH; SCORE PATTERN PER

1/8" WIDE SAWCUT CONTROL JT;

AS REQUIRED

4" CONCRETE. PAVEMENT- REINFORCE 

6" AGGREGATE BASE

COMPACTED SUBGRADE

FABRIC
GEOTEXTILE 

Rest Area Renovation

51213.022project #:

51213.022

11-3-16

BASE, Min. 4" DEPTH
COMPACTED AGGREGATE 

DRAIN TO DESIGNATED LANDSCAPE AREAS  OR DROP INLETS.

4) ALL HARDSCAPE SURFACES SHALL BE GRADED PROPERLY TO 

JOINT EVERY 5' (OR AS NOTED) AND EXPANSION JOINT EVERY 30'.

3) STANDARD 4" THICK CONCRETE SIDEWALK; CONTROL 

TO BE A  BLEND, COLOR,  AND SIZE AS SPECIFIED. 

 . PAVERS CONCRETE BORDER UNLESS OTHERWISE SPECIFIED

2)  CONCRETE/ PAVER AREA AS SHOWN WITH 9" CAST IN PLACE

DEWALK AS SPECIFIED BY SITE/HARDSCAPE PLANS.1)  SI

ADJACENT PAVEMENT

PAVERS TO MATCH GRADE AT

JTS. EVERY 30')

(6" DEPTH; EXPANSION

9" CONC. BORDER

C
O

N
C
. 
E

D
G

E

OF PAVER.

END IS  9"  OR A FULL WIDTH

PAVERS COME TO A POINT,

WHERE CONC. SIDEWALK OR

OF COLOR VARIATIONS .

BY PINE HALL BRICK AS AN EXAMPLE

SEE OLD SERIES PAVERS OFFERED

NCDOT -  Roadside Environmental Unit

Landscape Design & Development 

PH:  919-707-2920   fax:  919-215-2554

1557 Mail Service Center  Raleigh  NC 27699-1557
Rest Area Renovation

Caswell County 

PAVEMENT DETAILS

NOV/2016

SD_03

SD3

F

E G

H

SD3

SD3

PAVER INSTALLATION DETAIL

PAVER PATTERN DETAIL

JOINING NEW CONC. TO EXISTING

APPROVED APPLICATION.

DOT ENGINEER FOR APPROPRIATE

SIDEWALK  ADJOINS NEW CONC. CONSULT 

FOR ALL LOCATIONS WHERE  EXISTING 

NOT TO SCALE

NOT TO SCALE

NOT TO SCALE

NOT TO SCALE

Architect:

Landscape

ONE BLOCK

(EACH BLOCK A DIFFERENT COLOR)

9 DIFFERENT COLORS

4" X 8" PAVERS

BOND EDGE).

 (CAN NOT BE SAME AS RUNNING 

ARE DARKEST BRICK OF NINE USED

BUILDING; 4" x 4" CORNER BRICK 

TO THE COLOR OF BRICK ON THE 

(OF THE 9) WITH CLOSEST MATCH

BOND WITH COLOR OF BRICK 

OUTER BORDER IS A RUNNING
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